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1   Introduction 
 

1.1  Content of this Document 
 

This document contains information required to use the product in the relevant phases of the product life 
cycle. This may include the following: 
 

·  Product identification 
 

ƴ     Deliver y, transport, and storage 
 

ƴ     Assembly and installat ion 
 

ƴ     Commissioning and operation 
 

ƴ     Maintenance and repair 
 

ƴ     Troubleshooting 
 

ƴ     Dismounting 
 

ƴ     Disposal 
 

The docum entation comprises the following parts: 
 

ƴ     Present docum ent 
 

ƴ     Datasheet 
 

In addition, the docum entation may comprise the following parts, if applicable: 
 

ƴ     EC-Type Examination Cert ificate 
 

ƴ     EC Declaration of Conform ity 
 

ƴ     Attestation of conformity 
 

ƴ     Certificates 
 

ƴ     Control draw ings 
 

ƴ     Other documents 

1.2   Target Group, Personnel 
 

Responsibility for planning, assembly, commissioning, operation, maintenance, and dismounting 
lies with the plant operator. 
 

Only appropriately trained and qualified personnel may carry out mounting, installation, com missioning, 
operation, maintenance, and dismounting of the product. The personnel m ust have read and understood the 
instruction m anual and the further docum entation. 
 

Prior to using the product make yourself familiar with it . Read the docum ent carefully. 
 

1.3   Symbols Used 
 

This document contains sym bols for the identificat ion of warning messages and of inform ative messages. 
 

Warning  Messages 
 

You will find warning messages, w henever dangers may arise from your actions. It is mandator y that you obser 
ve these warning messages for your personal safety and in order to avoid property damage. 
 

Depending on the risk level, the warning messages are displayed in descending order as follows: 
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Warning! 

This symbol indicates a possible fault or danger. 
 

Non-observance may cause personal injury or serious property dam age. 
 

 

Caution! 

This symbol indicates a possible fault. 
 

Non-observance could interrupt the device and any connected systems 
and plants, or result in their complete failure. 

 

Informative Symbols 
 

Note! 

This symbol brings im portant information to your attention. 
 
 

Action 
 

This symbol indicates a paragraph w ith instructions. You are prompted to 
per form an action or a sequence of actions. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

This symbol indicates an im minent n e . 
 

Non-observance will result in personal injury or e th. 
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2   Declaration of Conformity 
 

2.1   CE Conformity 
 

This product was developed and manufactured under observance of the applicable European standards and 
guidelines. 

  
 

Note! 

A declaration of conform ity can be requested from the manufacturer. 
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3   Safety 
 

3.1   Symbols Relevant to Safety 
 

Danger! 

This symbol indicates an im minent danger. 
 

Non-observance will result in personal injury or death. 
 

 

Warning! 

This symbol indicates a possible fault or danger. 
 

Non-observance may cause personal injury or serious property dam age. 
 

 

Caution! 

This symbol indicates a possible fault. 
 

Non-observance could interrupt the device and any connected systems 
and plants, or result in their complete failure. 

 

3.2   Intended Use 
 

Absolute rotary encoders detect the rotation angleτand, in the case of a m ultiturn absolute rotary 
encoder, the revolut ions of the rotar y encoder shaftτwith high precision and resolut ion. The 
absolute position value derived from this is provided by the rotar y encoder via the PROFIBUS 
interface in accordance with the standard from the "PRO FIBUS & PROFINET International (PI)" 
organization. The rotar y encoder is to be integrated into a PROFIBUS network and should be used 
only in this way. Typical applications include positioning tasks and length measurement, for example, 
for cranes, construction machiner y, elevators, and packaging machines. 
 

Read through these instructions thoroughly. Familiarize yourself with the device before 
installing, mounting, or operating. 
 

Always operate the device as described in these instructions to ensure that the device and 
connected systems function correctly. The protection of operating personnel and plant is only 
guaranteed if the device is operated in accordance with its intended use. 
 

3.3   General Safety Instructions 
 

Responsibility for planning, assembly, commissioning, operation, maintenance, and 
dismounting lies with the plant operator. 
 

Installat ion and comm issioning of all devices may be performed only by trained and qualified 
personnel. 
 

User modification and or repair are dangerous and will void the warranty and exclude the 
manufacturer from any liability. If serious faults occur, stop using the device. Secure the device 
against inadvertent operation. In the event of repairs, return the device to your local Hohner 
representative or sales office. 
 

Note! Disposal 

Electronic waste is hazardous waste. When disposing of the equipm ent, obser ve the 

current statutor y requirements in the respective countr y of use, as well as local 

regulations. 
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4   General Information on System Integration 
 

4.1   Using This Manual 
 

This manual describes how Hohner absolute rotar y encoders equipped with a 
PROFIBUS interface are integrated into a PROFIBUS network. 
 

The manual is valid for the following absolute rotary encoder types: 
 

ƴ     PSΧ 
 

ƴ     PSMΧ 
 

ƴ      
 

The descript ions for the following topic areas cover all the impor tant aspects for a sim ple 
PROFIBUS integration: 
 

ƴ     Integration into the PRO FIBUS master interface connection 
 

ƴ     Sett ing the physical param eters 
 

ƴ     Activating PRO FIBUS com munication 
 

ƴ     Communication with the absolute rotar y encoder 
 

Note! 

Further information on technical data, mechanical data, connection layouts, and available 

connection lines for the relevant absolute rotary encoder types "PS.**," and "PSM.**," can 

be found in the corresponding datasheet. 
 

4.2   Absolute Rotary Encoders 
 

Absolute rotary encoders output a uniquely coded num erical value at each shaft posit ion. Depending on 
the design type, the m easured value is recorded via a magnetic sensing principle 
 
 

The maxim um steps per revolution is 65,536 steps (16 bits). The m ult iturn version can detect up to 16,384 
revolutions (14 bits). As such, the highest possible resolut ion is 30 bit. 
 

4.3   Communication via PROFIBUS 

4.3.1   General Information on Communication via PROFIBUS 
 

PROFIBUS is a manufacturer-independent, open fieldbus standard defined by the EN 50170 and EN 50254 
international standards. Three PROFIBUS variants exist: DP, FMS and PA. Absolute rotary encoders support the 
DP (decentralized peripheral) variant for controlling sensors and actuators through a central controller. This 
variant is designed for transfer rates of up to 12 Mbit/ s. 
 

The device profile in accordance with "PROFIBUS profile for encoders" provides a manufacturer-
independent and binding specificat ion of the inter face for rotar y encoders. This profile specifies the 
functions used and how they must be used. In addition to device profile classes 1 and 2 from PROFIBUS-
Nutzerorganisation e. V., absolute rotary encoders from Hohner m anufacturer-specific device profiles with 
additional functions. 
 

The "PROFIBUS Encoder Profile" device profile can be ordered from PROFIBUS- Nutzerorganisation e. V. 
in Karlsruhe with order number 3.062. Further information on PROFIBUS (functionality, manufacturers, 
products) and on standards and profiles is also available here (see http:/ /w ww.profibus.com). 
 
PROFIBUS-N utzerorganisation e. V. Haid-und-
Neu-Strasse 7 
76131 Karlsruhe 
Germany 
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4.3.2  Project Planning Using Device Description 
 

As w ith PROFIBUS DP, a field device is integrated into the project planning tool by way of a device 
descript ion. The propert ies of the field device are described in the device descript ion GSD (Generic 
Stat ion Description) file. The GSD file contains the field device data (technical features and inform 
action for communication) that you need to operate the device in a PROFIBUS network. To enable 
you to configure the absolute rotary encoder in accordance with application requirem ents, you will 
need to load the GSD file corresponding to your absolute rotar y encoder in the project planning 
tool. 
 

Downloading the GSD File 
 

You can find the relevant GSD file in the Software section of the product detail page for the 
device. 
 
 
 
 

4.3.3  PROFIBUS Address 
 

Every PRO FIBUS subscriber m ust have a unique address for comm unication within the network. 
PROFIBUS addresses can be selected in the range 0 ... 127 and are coded in one byte. Master station 
addresses are in the low address range, with slave subscriber addresses following these addresses. 
Certain addresses are reserved for special applications. 
 

For absolute rotary encoders, you can set an address from the address range 1 ... 99 via the rotary 
switch (please see chapter "Installation"). 
 

PRO FIBUS Addressing Concept 
 

Address Application 

0 Typically reser ved for diagnostic purposes, such as. program ming units 

1 ... n The addresses of master subscribers should begin at the lowest addresses. An 
individual master therefore has the address 1. Addit ional master subscribers have the 
addresses 2, 3, etc. 

n ... 125 A m aximum of 124 addresses is therefore available for the slave subscribers in a 
PROFIBUS network with a master. 

126 Reserved as factor y setting for stations with addresses that can be configured via the 
PRO FIBUS. 

127 Reserved as "broadcast address" for addressing to all nodes. 

Table 4.1 
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5  Installation 
 

5.1  Instructions for Mechanical and Electrical Installation 
 

Note! 

Further installat ion-relevant information on technical data, m echanical data, and 

available connection cables for the relevant absolute rotary encoder types PS and 

PSM can be found in the corresponding datasheet. 

 

Please observe the following instructions to ensure safe operation of the absolute rotary encoder: 
 

          Warning! 

          Work must only be per form ed by trained and qualified personnel. 
 

Commissioning and operation of this electrical equipment must only be performed by 
trained and qualified personnel. This means individuals who are qualified to 
commission (in accordance with safety technology), connect to ground, and label 
devices, systems, and circuits. 

 

 

          Warning! 

          Only perform work when the system is in a de-energized state. 
 

De-energize your device before performing work on the electrical connections. Short 
circuits, voltage peaks, and similar events can lead to faults and undefined statuses. 
This presents a significant risk of personal injury and property dam age. 

 

 

          Warning! 

          Check electrical connections before switching on the system. 
 

Check all electrical connections before switching on the system. Incorrect connections 
present a significant risk of personal injury and property damage. Incorrect connections 
can lead to malfunctions. 

 

 

          Caution! 

          Do not remove the rotary encoder housing. 
 

Do not remove the rotary encoder housing under any circumstances, as damage 
and contam ination can occur as a result of taking improper action. It is, however, 
permitt ed to remove connector covers. 

 

 

          Caution! 

          Do not perform any electrical m odifications. 
 

It is not perm itted to perform electrical modifications on the rotary encoders. If you 
open or modify the device yourself, not only are you endangering yourself and others 
but you w ill also void any warranty and absolve the manufacturer of any liability. 

 

 

          Caution! 

          Ensure that the data cable and power supply cable are physically separate. 
 

Route the cordset of the rotary encoder so that it is a suitable distance away from power 
supply cables to avoid faults. Shielded cables must be used to ensure reliable data transfer. 
A perfect ground connection must also be ensured. 
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Do not allow the rotar y encoder to fall or expose it to strong vibrations. 
The rotary encoder is a precision instrum ent. 

 

 
 
 
 
 

Rotar y encoders from Hohner are robust; however, they should 
nevertheless be protected against dam age from the environment by 
taking appropriate protective m easures. In par ticular, the devices m ust 
not be installed in a location where they could be misused as a handle or 
clim bing aid. 

 
 

 
Do not m ake any alterations to the drive shaft or the housing of the rotary encoder. 

 
 
 
 
 
 
 
 

Note! 

For rotar y encoders with solid shaft, the shaft must be connected to the 

drive shaft on the part to be measured via a suitable coupling. The 

coupling is required to protect the drive shaft on the rotary encoder 

against excessive levels of force, to compensate for shaft offset, and to 

reduce the impact of vibrations. Suitable couplings are available as 

accessories from Hohner 
 

5.2  Electrical Connection 
 

Depending on the version, absolute rotary encoders have a connection 
cover or connector. This m eans the PRO FIBUS connection and line 
termination are performed in different ways. 

 

Absolute Rotary Encoder with Connection Cover 
 

 
 

Note! 

The absolute rotary encoder is connected in the field environm ent via the 

connection cover for the PROFIBUS connection. The connection cover is 

connected to the rotar y encoder via a 15- pin D-sub connector. A terminal 

block for electrical connection is located in the connection cover. 

 

1.  Loosen the screws of the connection cover on the rear of the device and rem ove the 
cover. 

 

2.  Route the bus and supply lines through the cable glands of the connection cover. 

3.  Connect the lines to the terminals of the connection cover according 
to the following table and figure. 
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Note! 

The supply lines only need to be connected once (regardless of terminal). 

The addit ional bus is disconnected when the terminator is switched on. 

 
 

 
Figure 5.1 

 
Terminal assignment 

 

Terminal Explanation 

 Ground connection for supply voltage 

B (left) Data line B (pair 1), bus in 

A (left) Data line A (pair 1), bus in 

(-) 0 V 

(+) 10 V ... 30 V 

B (right) Data line B (pair 2), bus out 

A (right) Data line A (pair 2), bus out 

(-) 0 V 

(+) 10 V ... 30 V 

Table 5.1 

 

Absolute Rotary Encoder with Connector 
 

 
 

Note! 

The absolute rotary encoder is connected in the field environm ent via the connector 

plug/ socket for the PROFIBUS connection. N o internal term inator is present in the 

absolute rotary encoder. The external 220Ohm terminator can be plugged into the 

device if necessary. 

 

1.  C onnect the bus line and supply line to the absolute rotary encoder. 

2.  C onnect the 220Ohm terminator to the "BUS Out" connector if necessary. 
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Connection BUS In Power BUS Out 

1 Not used Operating voltage +UB + 5 for terminator (2P5) 

2 Data line A, bus IN Not used Data line A, bus OUT 

3 Not used 0 V G ND for term inator (2M) 

4 Data line B, bus IN Not used Data line B, bus OUT 

5 Not used - N ot used 

  
 

1 
5 

 
2 4 

 

 
3 

 
 

1 
 

 
2 4 

 

 
3 

 
 

1 
5 

 
4 2 

 

 
3 

Note Connector plug, M12 x 1, 
5-pin, B-coded 

Connector plug, M12 x 1, 
4-pin, A-coded 

C onnector socket, M12 x 
1, 5-pin, B-coded 

 

5.3   Configuring Subscriber Addresses 
 

PROFIBUS subscriber addresses are configured via decimal rotary switches on the device. Dependent 
on the device version, the rotary switches are located on the rear of the device or in the connection 
cover. 
 

Possible addresses are in the range between 1 and 99, and each address m ay only occur once in the 
system. The value (x 10 or x 1) is shown on the rotary switch. 
 

The device address is read in when the power supply of the rotary encoder is switched on. 
Modification of the address by the m aster ("Set_Slave_Add") is not supported. 
 

The figure below shows the rotary switches using the exam ple of a device with PSM 
connection cover. 
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Figure 5.3 

 

5.4  Configuring/Connecting the Terminator 
 

To ensure a secure signal transfer, both ends within a PROFIBUS segment must be closed with a term inator. If 
the rotary encoder is installed in the segm ent as the final device, a terminator must be set. Depending on the 
construction of the rotary encoder, this can be connected either in the connection cover or, for the version 
with connector, via an external term inator. 
 

Absolute Rotary  Encoder  with Connection Cover 
 

If the rotary encoder is installed in the segment as the final device, the 220-  terminator integrated in 
the device m ust be connected. This is per form ed via the sliding switch in the connection cover. 
 

 
                

participant X  last participant 
 

RT       RT 

ON  ON 
 

 
Figure 5.4 

 

 

Note! 

The bus is only correctly connected if the rotary encoder is m ounted on the connection 

cover. If the encoder needs to be replaced during operation, then the use of a separate 

active terminator is advised. When the term inator is activated, the additional bus (bus 

out) is disconnected! 

 

Absolute Rotary  Encoder  with Connector 
 

No internal terminator is present in the absolute rotary encoder. The external 
220Ohm term inator  can be connected to the "BUS out" connector as needed. See 
chapter "Electrical Connection." 
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5.5  LED Indicators 
 

The absolute rotary encoder features 2 LED indicators for displaying the operating status 
(green) and diagnostic information in case of a fault (red). 
 
 
Red LED Green LED Descript ion 

Off Off No power supply 

On On Rotary encoder ready for operation; no configuration data yet 
received. 
Possible causes: 

ƴ     Incorrect address configured 
 

ƴ     Bus line incorrectly connected 

On Flashes Parameterization or configuration error. The rotar y encoder is 
receiving inconsistent data or data of the wrong length. Possible 
causes: 

ƴ     Total resolut ion set too high 

Flashes On The rotary encoder is ready for operation but not activated by the 
master (e.g. incorrect address configured). 

On Off The rotary encoder has not received any data for a long t ime 
(> 40 s) (e.g. data line interrupted). 

Off On Normal operation, data exchange mode 

Off Flashes Commissioning mode in data exchange m ode 

Table 5.2 
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6   Device Profiles for PROFIBUS 
 

6.1   Device Profile in Accordance with PROFIBUS Encoder Profile 
 

The PROFIBUS profile for encoders (PNO order number 3.062) provides a manufacturer- independent 
and binding specification of the interface for rotar y encoders. This profile 
specifies the functions used and how they must be used. This enables an open, manufacturer- independent 
bus system. 
 

The device profile defines the following two device classes. 
 

Device Class 1 
 

"Class 1" describes all the basic functions that must be supported by the PROFIBUS absolute rotary encoder. 
The following configurable functionality is defined for "Class 1": 
 
 

Designation Cyclic Data Exchange Configurable Parameters Other 

Class 1 Singleturn Posit ion value ς 16-bit input Counting direction  

Class 1 Mult iturn Posit ion value ς 32-bit input Counting direction  

Table 6.1 

 
According to the Class 1 device profile, the absolute rotary encoder outputs only 16 diagnostic bytes instead 
of the standard 57 diagnostic bytes. 
 

Device Class 2 
 

"Class 2" specifies extended functions that must be supported by the absolute rotar y encoder (mandator y) 
or that are optional. A "Class 2" absolute rotar y encoder therefore supports all "Class 1" and all "Class 2 m 
andatory" functions. The manufacturer is responsible for implementing the optional functions. The follow ing 
configurable functionality is defined for "Class 2": 
 
 
 
Designation 

 
Cyclic Data Exchange 

Configurable 

Param eters 

 
O ther 

Class 2 
Singleturn 

ƴ       Position value ς 16-bit input 

ƴ       Preset value ς 16-bit output 

ƴ     Counting direction 
 

ƴ     Scaling 

Preset function (set rotary 
encoder zero point to system 
zero point) 

Class 2 
Mult iturn 

ƴ        Posit ion value ς 32-bit input 

ƴ       Preset value ς 32-bit output 

ƴ     Counting direction 
 

ƴ     Scaling 

Preset function (set rotary 
encoder zero point to system 
zero point) 

Table 6.2 

 
According to the Class 2 device profile, the absolute rotary encoder outputs the standard number of 57 
diagnostic bytes. 
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Data Exchange  in Normal Operation 
 

"DDLM_Data_Exchange_Mode" is the normal system state. O n request, the absolute rotary encoder 
sends the current posit ion values to the master. Conversely, the absolute rotar y encoder can also 
receive data transferred cyclically from the master, such as the preset value for Class 2. 
 

The mult iturn rotary encoder transfers the current posit ion value as a 32-bit value (word32) to the 
master. The singleturn rotary encoder transfers only a 16-bit value (word) to the master. 
 
 

Word Word 1 Word 2 

Function Posit ion value 

Bit 31 30 29 ... 16 15 ... 0 

 0 0 X ... X X ... X 

 
Preset  value  in normal operation 
 

You can also set a preset value as a reference value for the absolute rotary encoder, to adjust the zero 
point of the rotar y encoder to the mechanical zero point of the system, for example. When the preset 
value is set, the actual value of the rotar y encoder is set to the desired preset value. The necessary 
zero point shift is calculated by the absolute rotary encoder and permanently saved in the EEPROM of 
the device (< 40 m s). Before setting the preset value, the system must be m oved to the desired 
reference point and must then be at a standstill. The preset value is activated by sett ing bit 31 in the 
output word32 (transfer with rising edge). 
 
 
 Status bits Data bits 

31 30 29 28 27 26 25 24 . 0 

Master -> rotar y 
encoder 

1 0 0 0 0 0 0 Transfer of the desired value for the 
preset value 

Rotary encoder -> 
master 

1 0 0 0 0 0 0 The desired preset value is 
transferred as the process 
actual value. 

Master -> rotar y 
encoder 

0 0 0 0 0 0 0 Reset of bit 31 

Table 6.3 

 
A variable table VAT_1 was created by way of illustration. Sett ing the preset value is described in detail 
by means of an exam ple using this variable table.  The "preset" control bit was defined for this example. 
The input word32 with example input address ED 100 and output word32 with example output address 
AD 100 are shown in hexadecimal and binary form. 
 

Sett ing the Preset Value 
 

 
 

Note! 

The system must be at a standstill in order to set the preset value, as the current actual 

value of the rotary encoder is offset. 

 

1.  Move the system to the desired reference point, such as the zero point of the system. 
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1 
 

2 
 

 
 
 

F igu re 6.1 

 
2.  Enter the desired preset value as a decimal num ber in the AD100 control word (1), here 
1000000 

3.  Use "Modify" (2) to transfer the preset value entered in the control word to AD100. 
 
 
 
 
 
 

3 
 
 
 
 
 
 

4 
 

 
 
 

F igu re 6.2 

 
4.  C hange the "Preset" control bit (4) from "false" to "true." 
 

When the control bit is set, the value entered is applied as the current output 
value of the absolute rotary encoder (3). The absolute rotar y encoder now outputs 
the position value, here 0x000F4240h (decim al value 1000000). The absolute rotar 
y encoder calculates the necessar y zero point shift or the offset value, and saves 
this value perm anently in the EEPROM of the device. 
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5.  Once the absolute rotary encoder has applied the preset value as the new position value, 
change the "Preset" control bit (5) back from "true" to " false." 
 
 
 
 
 
 
 
 
 
 
 
 
 

5 
 
 
 
 

Figu re 6.3 
 

 

Note! 

The procedure described also applies to the singleturn version. In this case, bit 15 

is used to activate the preset value. However, a preset value cannot be set for a "C 

lass 2" 16-bit singleturn rotary encoder because bit 15 is used to activate the 

preset value. If preset functionality is required, one of the P+ F manufacturer-

specific versions must be used. The preset value is transferred in 32-bit form at in 

these versions, even for singleturn encoders. 
 

6.2   Manufacturer-Specific Device Profile 
 

With the manufacturer-specific Version 2.1 and Version 2.2 device  classes, the rotary encoder 
offers functions such as commissioning mode (teach-in), velocity output and software lim it 
switches in addition to the functions according to the encoder profile of the PROFIBUS user 
organization. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



  www.hohner.it 
 

 

 

Rev. 4 User Manual Profibus DP Pag 21 

 

 

Version  2.1 
 

The manufacturer-specific parameters in accordance with Version 2.1 determine the following 
functionality: 
 
 

 
Designation 

 
Cyclic Data Exchange 

Configurable 

Parameters 

 
Other 

2.1 
Singleturn 

ƴ             Posit ion value ς 32-bit 

input 

ƴ     Preset value/t each-in ς 

32-bit output 

ƴ     Counting direction 
 

ƴ     Scaling 
 

ƴ     Gear factor via "Measuring 

units per revolution" and "Total 

measuring range" parameters 

ƴ     Shorter/ longer diagnostics 

(16/ 57- byte) 
 

ƴ     Software limit switches 

ƴ     Preset function (set rotary 

encoder zero point to system 

zero point) 

ƴ     Commissioning mode 

2.1 
Mult iturn 

ƴ     Posit ion value ς 32-bit 

input 
 

ƴ     Preset value/t each-in ς 

32-bit output 

ƴ     Counting direction 
 

ƴ     Scaling 
 

ƴ     Gear factor via "Measuring 

units per revolution" and "Total 

measuring range" parameters 

ƴ     Shorter/ longer diagnostics 

(16/ 57- byte) 
 

ƴ     Software limit switches 

ƴ     Preset function (set rotary 

encoder zero point to system 

zero point) 
 

ƴ     Commissioning mode 

Table 6.4 
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Version  2.2 
 

In addit ion to the parameters described in the "Version 2.1" section, Version 2.2 makes it 
possible to generate a velocity value for the absolute rotar y encoder. 
 

The manufacturer-specific parameters in accordance with  Version 2.2 determine the following 
functionality: 
 
 

 
Designation 

 
Cyclic Data Exchange 

Configurable 

Param eters 

 
Other 

2.2 
Singleturn 

ƴ     Position value ς 32-bit 

input 
 

ƴ     Preset value/ teach-in ς 

32-bit output 
 

ƴ     Velocity 16-bit input 

ƴ     Counting direction 
 

ƴ     Scaling 
 

ƴ     Gear factor via "Measuring units 

per revolut ion" and "Total measuring 

range" parameters 
 

ƴ     Shorter/ longer diagnostics 

(16/ 57-byte) 

ƴ     Software lim it switches 

ƴ     Unit of the velocity output 

ƴ     Preset function (set 

rotary encoder zero 

point to system zero 

point) 
 

ƴ     Com missioning mode 
 

ƴ     Velocity output 

2.2 
Multiturn 

ƴ     Position value ς 32-bit 

input 

ƴ     Preset value/ teach-in ς 

32-bit output 
 

ƴ     Velocity 16-bit input 

ƴ     Counting direction 
 

ƴ     Scaling 
 

ƴ     Gear factor via "Measuring units 

per revolut ion" and "Total measuring 

range" parameters 

ƴ     Shorter/ longer diagnostics 

(16/ 57-byte) 
 

ƴ     Software lim it switches 

ƴ     Unit of the velocity output 

ƴ     Preset function (set 

rotary encoder zero 

point to system zero 

point) 

ƴ     Com missioning mode 
 

ƴ     Velocity output 

Table 6.5 

 

Data Exchange  in Normal Operation 
 

The transfer of actual process values as a m essage is listed in the following table. 
In the case of the Version 2.1 and Version 2.2 manufacturer-specific device classes, the posit ion value for the mult iturn 
rotary encoder is generally transferred as 32-bit values (word32). In addition to the 25 bits intended for the posit ion 
value, 7 fur ther bits are used as status bits. In the (peripheral) output word32, the m aster sends the preset value and 
also control bits to the absolute rotary encoder. Depending on the total resolut ion, more than 25-bit absolute posit ion 
data may be available for PROFIBUS absolute rotary encoders. In manufacturer-specific device classes Version 2.1 and 
Version 2.2, posit ion values> 
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25 bit are not supported. The higher-value bits are overwritten by the status bits. If manufacturer-specific 
device classes are used with absolute rotar y encoders with a physical resolut ion exceeding 25 bit , the user 
must assign parameters such that the physical posit ion value is scaled to a m aximum output value < 
33554432. If absolute values > 25 bit are necessary, device C lass 2 must be chosen. 
 

The transfer of actual process values as a m essage is listed in the following table. 
 

In the case of device class 2.2, the current velocity value is transferred in an addit ional 
(peripheral) input word: 
 
 
Identifier F1 hex D0 hex 

Rotary 
encoder > > 
master 

Status + posit ion value Velocity 

Status + 22 4
 223 ... 21 6

 215 ... 28
 27 ... 20

 215 ... 28
 27 ... 20

 

Table 6.6 

 
For both singleturn and m ult iturn absolute rotar y encoders, the velocity is a 16-bit value (word). 
 
 
Identifier  

Master >> rotary encoder Control bits + preset value 

 Control + 224
 22 3 ... 216

 215 ... 28
 27 ... 20

 

Table 6.7 

 
The status bits in the input word32 have the following meaning: 
 
 
Bit Meaning 

25 Readiness for operat ion 

ƴ     0 = rotar y encoder not ready for operation 
 

ƴ     1 = rotar y encoder ready for operation 

26 Operating mode 

ƴ     0 = commissioning mode 
 

ƴ     1 = norm al mode 

27 Software limit sw itches 
ƴ     0 = lower limit switch Җ actual value Җ upper limit switch 
 

ƴ     1 = actual value > upper lim it switch, or actual value < lower limit switch 

28 Counting direction 

ƴ     0 = increasing clockwise (w hen looking at the shaft) 
 

ƴ     1 = increasing counterclockwise (when looking at the shaft) 

Table 6.8 
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7   Configuring the Rotary Encoder Using Step7 
 

7.1   Introduction 
 

The following pages provide an example of how to configure a Hohner absolute rotar y encoder using 
the SIMATIC Manager Step7 (Version 5.5 SP4) project planning tool from SIEMENS. 
 

The following hardware components are used: 
 

ƴ     PS/PSM absolute rotary encoder (PROFIBUS) 
 

ƴ     SIMATIC S7-400 CPU 412-1 (with integrated PRO FIBUS interface) 
 

Note! 

Before start ing configuration with the project planning tool, the relevant G SD file must be 

downloaded from Hohner and imported into the project planning tool. 
 

Steps for Integrating the Rotary Encoder 
 

To ensure correct installat ion, configuration, and parameterization of the rotar y encoder, you must 
carry out the steps described on the following pages in the specified order: 
 

ƴ     Install the GSD file 
 

ƴ     Select the rotary encoder and assign the DP address 
 

ƴ     Select the device class. 
 

ƴ     Set the param eters for the rotary encoder in accordance with the device class (Class 1, Class 2, 2.1, 2.2) 
 

ƴ     Download to PLC module 
 

 

Note! 

If you want to use m ore than one rotar y encoder in this PRO FIN ET 

network, you must assign each rotary encoder with its own name and 

carr y out the steps listed for each rotary encoder individually. 
 

7.2   Installing the GSD file 
 

Downloading the GSD file 
 

 
 

Note! 

How to find  GSD file? 

You can find the appropriate GSD file in the Software section of the 

product detail page for the device. 

To access the product detail page, got to http:/ /w ww.hohner.it an 

type information about the device (e. g. product descript ion or the 

item number) into the search function. 

 

1.  Download the appropriate GSD file for your absolute rotary encoder 
and store this in any di- rectory. 

 

2.  Start the SIMATIC Manager. 
 
 
 
 
 

http://www.pepperl-fuchs.com/
http://www.pepperl-fuchs.com/
http://www.pepperl-fuchs.com/
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1 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

F igu re 7.1 

 
3.  Select "Options >> Install G SD file ..." (1). Proceed through the following relevant menus and install the 

required GSD file. 
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7.3   Select the Rotary Encoder and Assign the DP Address 
 

Prerequisite: A PROFIBUS DP master system has already been created for the project. 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

Figure 7.2 

 

Selecting a Rotary Encoder 
 

1.  In the area on the right (catalog), select the desired rotary encoder type (1). 

2.  Click and hold on this rotar y encoder type, and drag it to the left into the exist ing 
PROFIBUS DP master system. 

 

When the mouse butt on is released, the following m enu opens autom atically so that the 
DP address (subscriber address) of the absolute rotary encoder can be entered. 

Note! 

The "HohnerEncoder" symbol on the PRO FIBUS segm ent is displayed only once 

you have entered the DP address (subscriber address) in the project planning 

tool. 
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Assigning a DP Address 
 

1.  In the m enu (1), set the DP address (subscriber address) that is configured on the connection 
cover of the absolute rotary encoder. 

 
 
 
 

 

 
 

F igu re 7.3 

 
2.  C lick the OK button (2) to confirm the entry. 

7.4   Select the Device Class. 
 

Overview 
 

As described in "Device Profiles for PROFIBUS" chapter, the functionality of the device depends on the device 
class selected. O nce you have integrated the device in the PROFIBUS network as described, you can assign the 
desired device class in the next step. 
 

The following device classes can be selected as versions for singleturn or mult iturn absolute rotary 
encoders: 
 

ƴ     Class 1 
 

ƴ     Class 2 
 

ƴ     Version 2.1 
 

ƴ     Version 2.2 

Assigning the Device Class 
 

As an exam ple for all instances, a description for assigning the device class "Class 1 Mult iturn" follows. 
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Figu re 7.4 

 
3.  Click and hold the m ouse button on the desired device class (1), and drag it to slot 1 (2) at the 
bottom left. 
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7.5   Adjusting the Rotary Encoder Parameters in Accordance with 

Device Class 1 
 

Checking the Prerequisite 
 

 
 

Note! 

If device Class 1 is selected, only the counting direction can be parameterized. A preset is 

not possible. The absolute output posit ion value corresponds to the basic resolut ion of 

the absolute rotary encoder according to the inform ation on the nam eplate. 

 

Prerequisite: Device C lass 1 is selected (1). 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

         
          
 

 
 
 
 
 
 
 

F igu re 7.5 

 
4.  Double-click on Slot  1 in the table (2). 
 

The Propert ies - DP ID menu is displayed. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 


